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1. An ancillary technology which enables RES to overcome

their residual intrinsic limitations in terms 

of flexibility and dispatchability

2. It allows to reduce the risk profile of 

investments both in terms of market

and regulatory risks (congestions, 

imbalances, etc..)

3. It enables RES to provide additional 

services both to grid and offtakers, 

entering into new «blue ocean» markets

Why Renewables coupled with Storage?

The strategic target for coupling storage with RES 

plants is to increase 

the long term value of generation assets, 

both by adding new revenues streams and reducing 

risk of investments

+

LCOE* evolution for 

a solar plant coupled with storage

*internal elaboration for specific Country/applications

Strategic Rationale of Energy Storage in EGP
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Storage, especially when coupled with Renewable Plants, is able 
to provide a wide range of services, both to plant and to the grid
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Frequency 
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Frequency control
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Applications

Coupled with RES

Applications for: Power Plant GridPower plant and Grid
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Recovery of power plant 

production (otherwise lost) due to 

grid curtailment

Battery charge and discharge in 

order to nullify differences 

between power plant production 

forecast and actual real time

production, so avoiding balancing 

costs

To charge and discharge battery in order 

to move plant production in hours 

where energy has more value

To transform plant typical profile 

production into a baseload profile or 

to match offtaker load

To help grid stability following a 

grid event in order to bring back 

system frequency within safe 

parameters 

Service provided to the grid in 

order to improve system 

reliability. Awarded on a 

competitive auction.

Energy Shifting/Arbitrage Spin/Non spin reserveCurtailment reduction

Firming capacity Frequency controlImbalance costs savings
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Storage coupled with renewables plants, key drivers: 
cost and business synergies

Cost 

synergies
-1,570-1,500

7 ÷ 10% 

Storage costs

-100 -1,600

5% 

Storage costs

~ 10 ÷ 20% 

Storage costs

As stand-

alone 

assets

~ 20 ÷ 30% Storage costs

1,000

1,100

+10 ÷ 20% compared with revenues of stand-alone 

storage

Revenues from 

storage=100

Power plant 

cost only

Storage 

cost only

Total cost

without

synergies

Savings in 

development 

fees

Savings 

connection and 

permitting costs

Sharing of 

substation and 

other facilities

Savings in 

structure costs 

(people, systems 

and processes)

Savings in 

O&M costs
Optimized 

Total cost 

“RES + Storage”1

Business 

synergies 

RES revenues

without storage

GRID SERVICES 
(ancillary services and energy

shifting)

SERVICES 

TO RES POWER PLANT

(imbalance costs, curtailment, energy shifting)

“RES + Storage”

revenues1

Strong benefits of 

joint development 

captured through 

EGP internal 

integrated value 

chain
1 Indicative figures, Storage costs/revenues = 100
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APS Regulated tender for peaking capacity
Tender rules and storage use case

Peaking 

capacity

Option to deliver energy during the requested hours at fixed 

price, differentiated by order of preference. Preferred delivery 

during summer months, 16-21 hours.

Eligible 

resources

Existing or new capacity with COD between January and 

June 2021. Total capacity awarded will be 400-800 MW, out of 

which 100 MW maximum for RES coupled with storage. 

Open also to CCGT/OCGT, RES coupled with storage, stand-

alone storage and Demand Response

Product

Requirements and constraints for RES + Storage projects
Mandatory

Preferred

• Maximum output of the whole plant must be equal to storage capacity 

(MW); 25-100 MW Minimum/Maximum size for storage. 

• No possibility to charge from the grid; the storage must be fully charged 

before to using the renewable energy portion for any other purpose;

• Minimum 80% average load factor during Tier 3 (red) hours;

• The plant must be able to complete at least two dispatches each day 

during Tier 2 (yellow) hours. 

• Energy delivery only during Tier 2 and 3 hours (red and 

yellow);

• Shorter term transaction preferred over longer term

• Partial discharge during evening peak and completing 

discharge during following day’s morning peak
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* #5 RECs/MWh for BESS coupled with PV plants with COD before end of 2019, #4 starting from COD 2020

Storage charges

MWh

1 230

Hours

52 123 214 196 7 8 209 1410 11 13 15 16 17 18 22

PV production

Storage grid

outputBuy @

SMP+0.7*REC

Sell @

SMP+4*REC

Storage discharges

The energy produced by the PV plants from 10 to 16 

and shifted through the battery in other hours, is 

remunerated with 4* green certificates vs 0.7 

awarded to energy injected directly by the PV plant only. 

South Korea wholesale market
Wind and PV with BESS support scheme under Renewable Portfolio Standard

Buy @

SMP+1*REC

Sell @

SMP+4*REC

Storage discharges

Storage charges

Hours
62 8

MWh

540 101 3 7 9 1112131415161718 22192021 23

Wind profile Wind+BESS profile

Buy @

SMP+1*REC

Storage coupled with a wind farm has to discharge 

during the defined window (remunerated with 4** green 

certificates) and charge during all other hours.

Time shifting



Only plants whose primary source is renewable and for which the delivery 

commitment is the yearly energy production in MWh

Hours

P
o
w

e
r

0 24 h

PV production

* RES paired with storage are allowed to bid for energy product, but no additional remuneration/premium provided for storage

EGP BD Storage preliminary proposed

storage size of ~70% PV (MW) with 5 

hours of duration (MWh) on the basis of 

current tender rules and information

Inflexibility: for the Power product it is possible to declare the so-called «inflexibility», that is the minimum amount of «must run» hours. Inflexibility is a mechanism designed for gas plants with take-or-pay 

obligations of gas supply contracts. For RES+Storage it is limited to 50%.

Reliability requirement: In order to ensure that instantaneous demand is met throughout the contractual horizon, solutions for the Power product should be sized so that are able to:

a)  meet the contracted power at any moment, throughout the contractual term and in a reliable way;

b) provide the maximum power for seven consecutive days (penalties not yet disclosed). 

Genset Generation: biofuel should be part of the renewable solution due to Brazilian regulation 

Remuneration

Allowed 

solutions/ 

technologies

PPA duration

Power1 Energy2

0 24 h

P
o
w

e
r

Hours

PV production

RES power plants only*

R$/MW for firm power and R$/MWh for associated energy R$/MWh pay as generated

Plants with capability of load modulation and flexibility for variable operations, for which 

delivery commitments consist of Power availability in MW and the associated energy, in 

MWh

RES + Storage plants Thermal + storage (optional) 

power plants

15 years for RES+ Storage and Gas plants, 7 years for other plants 15 years

→ Allowed power bid

Baseload profile achievable on 

equatorial PV plants
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Brazilian regulated tenders
Leilão Sistema Isolado Roraima 



Indian and Moroccan regulated tenders
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SECI and Noor Midelt II tenders

SECI tender for hybrid plants

25 years flat tariff with SECI, fixed price for PV production (off-

peak price), bid on storage shifted energy tariff (peak price)

9

Hours

MWh

30 1 42 185 6 87 10 1511 12 1713 14 16 19 20 21 22 23

Storage charges

Storage discharges

Peak tariff

Bid variable

Off Peak tariff

Fix @2.63 Rs/kWh

PV production

172

Hours

53

MW

0 1 4 6 7 198 9 10 11 12 13 14 15 1816 20 21 22 23

PV output 

@ Off-peak tariff

Storage grid

output

PV max output 

(= BESS nominal + 

20%)

BESS output

@ Peak tariff

PPA and tariff 

scheme

25 years duration, bid on storage shifted energy tariff (peak price - P) and 

base PV tariff (off-peak price - OP).

Considering that: 𝑂𝑃=85%∗𝑃

PPA and tariff 

scheme

Noor Midelt II tender for PV + BESS and CSP

PV production



FCAS markets in Australian National Energy Market and recovery mechanism

Applications in Australian Wholesale market

Á Ancillary Services in NEM market are based on the concept of a two way market, where the overall system costs for ancillary services are 

apportioned to market participants. The participants that deviate from their scheduled generation/load pay the service sold by those that 

intervene in supporting the grid.

Á During each dispatch interval (5 min), AEMO enables the sufficient amount of each of 8 FCAS markets to meet the requirement on the basis 

merit order of cost. The highest cost offer enabled set the marginal price for the FCAS category. 

Á FCAS prices are based on a capacity payment for enabled capacity. The energy provided or withdrawn during eventual activations is settled at 

power spot price.

Á The BESS participates in this mechanism both (1) by reducing PV plant deviation from its scheduled generation, and (2) by selling its capacity 

at times the PV is non-producing at maximum power.

FCAS (8 markets)

Regulation Contingency
60 sec 

(Raise 

and 

Lower)

6 sec 

(Raise 

and 

Lower)

5 min 

(Raise 

and 

Lower)

Raise and

Lower

Frequency Control Ancillary Services – supply side Frequency Control Ancillary Services - demand side

The BESS can participate to all 8 FCAS markets
The generators pay for Contingency Raise and Regulation Services. 

Storage reduces the deviations from the scheduled profile up to 90%.

Contingency Raise Services 

Regulation Services

Generators

Customers

Contingency Lower Services 

Regulation

Contingency Raise

Contingency Lower
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Applications in Australian Wholesale market
FCAS Markets Overview

REGULATION & CONTINGENCY SERVICES

FAST

Frequency

Hz

10 min60 sec6 s 5 min0 s
50 Hz

Lower

Raise49.85

50.15

Regulation

SLOW

DELAYED

o The regulation frequency control services are provided by 

generators with the objective is to maintain the frequency within 

the normal operating band of 49,85 – 50,15 Hz.

o Contingency services are provided when there’s a frequency 

deviation outside the normal operating band. There are 3 

contingency services, with different response times.

Contingency

Lower

Raise

8 FCAS 

markets

2 REGULATION

6 CONTINGENCY

Raise / Lower

1. FAST (R/L)

2. SLOW (R/L)

3. DELAYED (R/L)

Volumes enabled are remunerated at the marginal clearing price

(regardless of energy activated).

REMUNERATION SCHEME
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Á Contingency services are activated when frequency exceeds the normal operating band (49.85-50.15Hz), and are deactivated when 

frequency returns in the band (49.9-50.1Hz). 

CONTINGENCY SERVICES – RESPONSE RULES

• The total output of the 3 contingency services must always be constant

and equal to the volumes enabled.

• The supply of contingency services must be guaranteed for a total of 10

minutes.

Response

%

100

60 sec6 sec 5 min0 s

t=6sec: FAST

reaches max output 

and SLOW starts to 

deliver

t=60sec:  SLOW

reaches max output 

and DELAYED starts 

to deliver

t=5min: 

DELAYED 

reaches 

max output

Frequency, Hz Normal Operating Band

Raise 6sec 

Response

%

0 sec 6 sec 50 sec

Frequency has returned

in the 49.9-50.1Hz band 

within 60sec and 

battery stops providing

the Fast Raise service

FCAS markets in NEM – Contingency services

Applications in Australian Wholesale market
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Á While FCAS contingency services activations are occasional, regulation services are provided in the continuum to compensate the grid 

frequency deviations inside the Normal Operating Band.

REGULATION SERVICES – RESPONSE RULES (SIMPLIFIED)

BESS 

Power,

MW

0 MW

50 Hz 50.01 50.05 50.1549.85 49.95 49.99

+8,75

-8.75

+14 MW 

(P max)

-14 MW 

(-P max)

50.062549.9375

Dead Band

Normal Operating Band

Contingency

Note: The figure illustrates a proxy of the power response of a 14MW BESS: the actual

response is a function of the frequency historical trajectory as well. 

Battery provides Regulation Services according to the following response 

rules:

• Deadband [49.99-50.01Hz]: No response

• In the Normal Operating Band [49.85-50.15Hz], battery responds 

inversely proportional to frequency deviation;

o A Contingency event happen when frequency exceeds the outside 

Normal Operating Band.

FCAS markets in NEM – Regulation services

Applications in Australian Wholesale market
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Thank You
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